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GENERAL NOTES:

BOXES.

A. CONCEALED CABLE TRAY INSTALLED ABOVE CEILING TILE DOES NOT REQUIRE
BOTTOM TRAY AND TOP COVER FITTINGS.
EXPOSED CABLE TRAY ONLY.

PROVIDE TRAY AND COVER FOR

B. SUPPORT CABLES FROM CABLE TRAY TO 1" CONDUIT STUB OF OUTLET BOX
WITH J—HOOKS ABOVE SUSPENDED CEILING.
CENTERS.

INSTALL J—HOOKS ON 48’

C. PROVIDE MINIMUM OF 1" SLEEVED PENETRATION OF WALLS EXTENDING TO
OVERHEAD STRUCTURE WHERE REQUIRED FOR ROUTING CABLE TO OUTLET
PROVIDE 1" SLEEVE FOR EACH OUTLET BOX SERVED.

WORK OF DIVISIONS 27 AND 28 IS SHOWN ON THIS DRAWING.
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. EXPOSED 3—-4" CONDUITS DOWN FROM ABOVE SUSPENDED CEILING TO FLOOR

BELOW. FIRESTOP FLOOR PENETRATIONS. PAINT CONDUIT AND SUPPORTS TO

MATCH WALL. BOND ALL CONDUITS TOGETHER.

EXPOSED 1-4" CONDUIT TO CABLE TRAY IN CORRIDOR. BOND CONDUIT TO
CABLE TRAY. DO NOT ROUTE ABOVE ELECTRICAL PANELBOARD.

12" WIDE X 2" HIGH WIRE MESH CABLE TRAY ABOVE SUSPENDED CEILING.
INSTALL ALONG FULL LENGTH OF CORRIDOR AS SHOWN AND SUPPORT ON WALL
AT BOTH ENDS. PROVIDE DIAGONAL SUPPORTS AS REQUIRED TO RESTRICT

LATERAL SWAY.

OUTLET FOR WALL MOUNTED TELEPHONE.

OWNER TO PROVIDE INSTRUMENT.

PROVIDE 1 CAT—6 CABLE AND INSTALL FACE PLATE AT 48" AF.F.

OUTLET FOR HORIZONTAL COMMUNICATIONS CABLING TO WORK AREA. DOUBLE
GANG BOX WITH SINGLE GANG MUD RING AND 1”7 CONDUIT STUB UP TO

ACCESSIBLE VOID ABOVE CEILING.
TELECOMMUNICATIONS ROOM GO7.

3 CAT—6 CABLES FROM

. FLUSH MOUNT OUTLETS UNDER COUNTER IN FRAME WALL.
. PROVIDE DURESS ON UNDERSIDE OF COUNTER WITHIN REACH OF SEATED

PERSON AT COUNTER. CABLE TO PANEL IN ROOM GO7.
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